SPRINKLER SYMBOLS

AN @BQO@®@OO

UPRIGHT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER

SEMI-RECESSED SPRINKLER

CONCEALED SPRINKLER

DOUBLE ESCUTCHEON PENDANT SPRINKLER
EXTENDED COVERAGE PENDANT

SIDEWALL SPRINKLER
EXTENDED COVERAGE SIDEWALL SPRINKLER

7| /o Y 2o Ya o Xo X

SPRINKLER GUARD

POST INDICATOR VALVE

0OS&Y VALVE

INDICATING BUTTERFLY VALVE

DRY PIPE VALVE

DRY PIPE VALVE WITH QUICK OPENING DEVICE

ALARM CHECK VALVE

STRAINER

PREACTION VALVE
DELUGE VALVE

ANGLE VALVE

<>
<
P
@ INSPECTORS TEST AND
DRAIN CONNECTION
N CHECK VALVE
FLOW SWITCH
VALVE SUPERVISORY SWITCH
PRESSURE SWITCH

H/L PS HIGH/LOW AIR PRESSURE SUPERVISORY

POST INDICATOR VALVE
FHC FIRE HOSE CABINET

ko

—_—

W BACKFLOW PREVENTER(REDUCED PRESSURE TYPE)

K.
¢t

PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION)

FIRE PUMP TEST HEADER

BACKFLOW PREVENTER(DOUBLE CHECK TYPE)

| 680 o~

SIAMESE FIRE DEPT. CONNECTION

FREE STANDING SIAMESE FIRE DEPT. CONNECTION

SINGLE FIRE DEPT. CONNECTION
RISER

PIPE HANGER

FULLY SPRINKLERED SPACE

PARTIALLY SPRINKLERED SPACE

NON-SPRINKLERED SPACE

FIRE PUMP WITH DRIVES

A CONNECTION TO EXISTING SYSTEM

EXISTING SPRINKLER PIPE WITH A CHANGE

—+ 4+t

OOOOOOOOOOOOO0O000

>

1 - HOUR FIRE RATED PARTITION

2 - HOUR FIRE RATED PARTITION

COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

SMOKE RESISTANT PARTITION

30 MINUTE SMOKE BARRIER

SPRINKLER ZONE BOUNDRY

HINISIE

PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE

NO CEILING SPK - SPRINKLER RISER

STD - STANDPIPE RISER
ORDINARY HAZARD GROUP 1

BV - BUTTERFLY VALVE
ORDINARY HAZARD GROUP 2

— A WING

BUILDING 1-D
SUB-BASEMENT
BUSINESS OCCUPANCY

RISK GROUP

—MINIMAL RISK
—[LOW RISK

- DIUM RISK
—HIGH RISK

— M

----- 2 IN ELEVATION UP OR DOWN.
o SPRINKLER PIPE TO BE REMOVED
- NEW SPRINKLER PIPE
__ .'_ - PIPE REDUCER

AWING CORE

]

C WING

G WING

B WING

i3l

1-D 1

]

KEYPLAN

BUILDING | BASEMENT
ALL SECTIONS

FULLY SPRINKLERED
BUSINESS OCCUPANCY
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SPRINKLER SYMBOLS

AN @BCO@®@OO

UPRIGHT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER

SEMI-RECESSED SPRINKLER

CONCEALED SPRINKLER

DOUBLE ESCUTCHEON PENDANT SPRINKLER
EXTENDED COVERAGE PENDANT

SIDEWALL SPRINKLER
EXTENDED COVERAGE SIDEWALL SPRINKLER

7| /o Yo 2o Ya o Xo X

SPRINKLER GUARD

POST INDICATOR VALVE

0OS&Y VALVE

INDICATING BUTTERFLY VALVE

DRY PIPE VALVE

DRY PIPE VALVE WITH QUICK OPENING DEVICE

ALARM CHECK VALVE

STRAINER

BEE|/ ©YOd

PREACTION VALVE
DELUGE VALVE

ANGLE VALVE

INSPECTORS TEST AND
DRAIN CONNECTION

CHECK VALVE

FLOW SWITCH

VALVE SUPERVISORY SWITCH

PRESSURE SWITCH

H/L PS HIGH/LOW AIR PRESSURE SUPERVISORY

POST INDICATOR VALVE
FHC FIRE HOSE CABINET

ko

—_—

M\[}k] BACKFLOW PREVENTER(REDUCED PRESSURE TYPE)

&
¢t

PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION)

FIRE PUMP TEST HEADER

BACKFLOW PREVENTER(DOUBLE CHECK TYPE)

| 680 o~

SIAMESE FIRE DEPT. CONNECTION

FREE STANDING SIAMESE FIRE DEPT. CONNECTION

SINGLE FIRE DEPT. CONNECTION
RISER

PIPE HANGER

FULLY SPRINKLERED SPACE

PARTIALLY SPRINKLERED SPACE

NON-SPRINKLERED SPACE

FIRE PUMP WITH DRIVES

90505555/505455

___'____

A CONNECTION TO EXISTING SYSTEM

IN ELEVATION UP OR DOWN.
SPRINKLER PIPE TO BE REMOVED
NEW SPRINKLER PIPE

PIPE REDUCER

EXISTING SPRINKLER PIPE WITH A CHANGE

m OO0 s OO ==

—t+

OO0O0OOOOOOOOO0O000

—r—

1 - HOUR FIRE RATED PARTITION

2 - HOUR FIRE RATED PARTITION

COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

SMOKE RESISTANT PARTITION

30 MINUTE SMOKE BARRIER

SPRINKLER ZONE BOUNDRY

HINISIE

PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE

NO CEILING SPK - SPRINKLER RISER

STD - STANDPIPE RISER
ORDINARY HAZARD GROUP 1

BV - BUTTERFLY VALVE
ORDINARY HAZARD GROUP 2

RISK GROUF

— M

| —MINIMAL RISK
—[LOW RISK

- DIUM RIGK
—HIGH RISK

D WING ——mpm— A WING

AWING ——fmm
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BUILDING 1 SECOND FLOOR
ALL SECTIONS
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1 - HOUR FIRE RATED PARTITION

S P R I N K L E R SYM BO L S X SPRINKLER GUARD <> PREACTION VALVE H/L PS|  HIGH/LOW AIR PRESSURE SUPERVISORY ¥ SIAMESE FIRE DEPT. CONNECTION CONNECTION TO EXISTING SYSTEM
PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE
DELUGE VALVE | ] | -
% POST INDICATOR VALVE <> POST INDICATOR VALVE QOp FREE STANDING SIAMESE FIRE DEPT. CONNECTION 3 EXISTING SPRINKLER PIPE WITH A CHANGE oo oo 2- HOUR FIRE RATED PARTITION
IN ELEVATION UP OR DOWN. COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
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® PENDANT SPRINKLER [>a INDICATING BUTTERFLY VALVE @ DRAIN CONNECTION M BACKFLOW PREVENTER(DOUBLE CHECK TYPE) . PIPE HANGER NEW SPRINKLER PIPE OO mm— 00 ?f&”ﬁ#'%ﬁ HOURFRE RATED PARTITION A0 SHOKE BARAER

—_— STD - STANDPIPE RISER

SEMI-RECESSED SPRINKLER
D] DRY PIPE VALVE N CHECK VALVE M\[}k] BACKFLOW PREVENTER(REDUCED PRESSURE TYPE) — 4+ 444+ SMOKE RESISTANT PARTITION ORDINARY HAZARD GROUP 1
- D A FULLY SPRINKLERED SPACE --¥--- PIPE REDUCER
© CONCEALED SPRINKLER
N DRY PIPE VALVE WITH QUICK OPENING DEVICE 0000000000000000O 30 MINUTE SMOKE BARRIER )
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> SPRINKLER GUARD <> H/L PS w 3 SIAMESE FIRE DEPT. CONNECTION A connectionTo ExisTING svsTEM — O E— @ m—
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PIV %j’ — 00 mummmn 00 mmm
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() UPRIGHT SPRINKLER (WITHOUT CEILING ) 5 S N ANGLE VALVE FAC|  FIRE HOSE CABINET ?  SINGLEFIRE DEPT . CONNECTION m— O m— O mm—— CCRTITON NO CEILING SPK - SPRINKLER RISER
@  rewarseance (WITHOUT CEILING /3N, INSPECTORS TESTAND M ®  RiseR 7545505750%%  SPRINKLERPIPE TO BE REMOVED COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
(@  PENDANT SPRINKLER [>Q |||||||||||||||||||||||| @ NNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNN (DOUBLE CHECK TYPE ) m— OO mmmm— OO mmm  COUBINED
EEEEEEEEEEEEEEEEEEEEE N PREHANGER . NEWSPANKLERPIE STD - STANDPIPE RISER
© ’ [}% DRY PIPE VALVE N CHECK VALVE w EEEEEEEEEEEEEEEEE (REDUCED PRESSURE TYPE )R FULLY SPRINKLERED SPACE _'_ EEEEEEEEEEE — 4+ 4444+ SMOKE RESISTANT PARTITION ORDINARY HAZARD GROUP 1
EEEEEEEEEEEEEEEEEE — — T ity Rt

D21 oAverE vaLVE WITH QUICK OPENING DEVICE 00000000000000000 30 MINUTE SMOKE BARRIER i
@  DOUBLE ESCUTCHEON PENDANT SPRINKLER FLOW SWITCH —* PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPERCONNECTION)  (AS)  PARTIALLY SPRINKLERED SPACE ORDINARY HAZARD GROUP 2 BV - BUTTERFLY VALVE
@ U w

— 48:] EEEEEEEEEEEEEEEEEE @ NNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNN
<j LLLLLLLLLLLLLLLLL rﬂd ﬁﬂ; SSSSSSSSSSSSSS
<4 EXTENDED COVERAGE SIDEWALL SPRINKLER e W

CORE

AWING ——mmpml— CORE

SRR

W o
7

b,

PnLT

-]

.

o

5
HER

.

RISK GROUP

1-D 1
o —MINIMAL RISK JFA

KEYPLAN

- —LOW RISK BUILDING | FIFTH FLOOR
ALL SECTIONS

T M - D ‘ U M R ‘ S K FULLY SPRINKLERED
— BUSINESS OCCUPANCY

) —HIGH RISK

Building 1
Fifth Floor
‘ FP&C
= CONSULTANTS, INC.
= = 1520 MAIN STREET
F |ND|AgA1\7P)(28Lé%1|g|8 46224 |C_‘| 8
FVO JV/DN

CONSULTANTS, INC. FP&C PROJECT # 1761.19 sht. 62 Of 64



1 - HOUR FIRE RATED PARTITION

S P R I N K L E R SY M BO L S X SPRINKLER GUARD <> PREACTION VALVE [HILPS|  HIGHLOW AIR PRESSURE SUPERVISORY ‘f SIAMESE FIRE DEPT. CONNECTION CONNECTION TO EXISTING SYSTEM
PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE
DELUGE VALVE | I L] -
Dh POST INDICATOR VALVE <> PIV POST INDICATOR VALVE %P FREE STANDING SIAMESE FIRE DEPT. CONNECTION EXISTING SPRINKLER PIPE WITH A CHANGE e e 2-HOUR FIRE RATED PARTITION
IN ELEVATION UP OR DOWN. — O e— O — COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
2 sESIDGATTE;F::lu}:(LLEEZ(mlTT:ZL:JTTZEEI:_::g) % OS&Y VALVE 2 ANGHEVALYE FIE HOSE GRBINET f SINGLE FIRE DEPT. CONNECTION © © PARTITION NO CEILING SPK - SPRINKLER RISER
INSPECTORS TEST AND [ § NN § | (%) RISER G505 SPRINKLER PIPE TO BE REMOVED y
® PENDANT SPRINKLER [>a INDICATING BUTTERFLY VALVE @ DRAIN CONNECTION BACKFLOW PREVENTER(DOLIBLE GHECK TYPE) \ PIPE HANGER NEW SPRINKLER PIPE —OO mm— 0 = ?i’é”ﬁ#ﬁ'éﬁ PHOURFIRE RATED PARTITION AND SHOKE BARAIER
- STD - STANDPIPE RISER
SEMI-RECESSED SPRINKLER
DRY PIPE VALVE CHECK VALVE BACKFLOW PREVENTER(REDUCED PRESSURE TYPE — 4+ ORDINARY HAZARD GROUP 1
[% DRY PIPE VALVE WITH QUICK OPENING DEVICE 00000000000000000 30 MINUTE SMOKE BARRIER .
® DOUBLE ESCUTCHEON PENDANT SPRINKLER FLOW SWiTCH —* PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION) PARTIALLY SPRINKLERED SPACE ORDINARY HAZARD GROUP 2 BV - BUTTERFLY VALVE
D EXTENDED COVERAGE PENDANT L ALARM CHECK VALVE VALVE SUPERVISORY SWITCH
— %] FIRE PUMP TEST HEADER @ NON-SPRINKLERED SPACE SPRINKLER ZONE BOUNDRY
< SIDEWALL SPRINKLER N3 STRAINER PRESSURE SWITCH
- EXTENDED COVERAGE SIDEWALL SPRINKLER I-®  FIRE PUMP WITH DRIVES
— L™
o — | —
— R -
Y =
ke wlips -
8 i o
D WING —mmpml— A WING Y N — T @6'\2% - =
- S = - _B%ggi} .
. e
A WING CORE — = = — — —
CORE B WING _ =\ _
Qs 36%%_ — ot
9 ho 5)
— b 5\ —
& B
0 8 \

W A pr_l_m Tk Tsbiped laboiad 1| - :
"- Y Z @042 z [ "- 1% INAGO 0 6 6 6 6055 2 0
L g | — — %

73049
A 4 6050 : \ 3

./ i ,;.-, 60@&002/:1.& g

[o2}
(==
2

Bl 1-D 1

w
N

]

5
o KEYPLAN

=

/.

=
BUILDING 1 SIXTH FLOOR
ALL SECTIONS
FULLY SPRINKLERED
HEALTH CARE OCCUPANCY

P S A A A HA NS S RS S S TS TS T IS P NS NS NS NS TS 2
a1 5 i o oo i

Wzg/w 7 Mﬁ//f/%y@/ [
z 2I 2 A0 5 OZ:@MEE%TP oo 7 | i I JFO’_F[

/

K

ﬁ B7112I J
tal KEYPLAN

BUILDING [ SEVENTH FLOOR
ALL SECTIONS

FULLY SPRINKLERED
HEALTH CARE OCCUPANCY

Y

SCALE: 1"-20"-0"

e

100% CONSTRUCTION-DOCUMENTS SUB

LI\ T\ LI\ A\ A A A N

2\JJ 7V

Project Number

607-12-111

Drawing Title Project Title

CROJECT LEADERIARCHITECT Building 1 Fire Protection System
ASHLAND, Wi Sixth & Seventh Floor Replacement

CONSULTANTS:
Office of

Facilities
Management

Dept. of Veterans Affairs
Medical Center

2500 Overlook Terrace

Building Number

| FP&C <. H L 1
2| CONSULTANTS, INC. ’ ennéman CHEQUAMEGON BAY 796 | [Approved: Project Director Cocation Drawing Number

1520 MAIN STREET ENGINEERING, INC. MILWAUKEE, Wi Madison. Wisconsin

: INDIANAPOLIS, IN 46224 B B © CBE 20022011 1109 N. MAYFAIR RD.,
Madlson; W|1 53750 (317)486-5188 Eng|neer|ng InC_ e s Date Checked By:||Drawn By: |C_1 9
el o APRIL 23, 2012 FVO JV/DN

CONSULTANTS, FP&C PROJECT # 1761.19

Sht. 63 Of 64

Revisions: Date




X SPRINKLER GUARD <> HIGH/LO ATE

S P R I N KL E R SYM BO LS PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE
<> PIV POST INDI Qop . ___ K 3 K 3 | RATE|
EEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEE 3 EXISTING SPRINKLER PIPE WITH A CHANGE
OWN. co HOUR Fi ON AND SMO
2 RRRRRRRRRRRRRRRR o cen ) X % FHCI FIREHOSE CABINET T SINGLE FIRE DEPT. CONNECTION SR O WE— O WL CARTITON NO CEILING SPK - SPRINKLER RISER
NNNNNNNNNNNNNNNN (WITHOUT CEILING) (%) RISER Lusssss8 40505 SPRINKLER PIPE TO BE REMOVED
7/ X

(@  PENDANT SPRINKLER [>Q |||||||||||||||||||||||| *@‘ NNNNNNNNNNNNNNN M EEEEEEEEEEEEEEEEE (DOUBLE CHECK TYPE ) N - e OO s OO s COVBINED2HOUR FIRE RATED PARTITION AND SHOKE BARRIER
EEEEEEEEEEEEEEEEEEEEE 4 N w EEEEEEEEEEEEEEEEE REDUGED PRESSURE TYPE o Yy e e e RO S ORDINARY HAZARD GROUP 1 STD - STANDPIPE RISER
©  CONGEALED SPRINKLER - SNANN BACKFLOWPREVENTER(REDUCED PRESSURETYPE) (A% FULLYSPRINKLEREDSPACE  —- J---  Prereoucen - +

ﬁ% PPPPPPPPPPPPPPPP QUICK OPENING DEVICE O000000OOOO000O0O0 30 MINUTE SMOKE BARRIER ;
@ DOUBLE ESCUTGHEON PENDANT SPRINKLER WSW —* PPPPPPPPPPPPP (TWO HOSE OUTLETS AND PUMPER CONNECTION )  (®)  PARTIALLY SPRINKLERED SPACE ORDINARY HAZARD GROUP 2 BV - BUTTERFLY VALVE
¢ ) ®|  AaRMcHEGKVAWE  [8]  VALVESUPERVISORY SWITCH

— %:] EEEEEEEEEEEEEEEEEE @ NNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNNN
<j LLLLLLLLLLLLLLLLL FBJ Eﬂ; SSSSSSSSSSSSSS
<« EXTENDED COVERAGE SIDEWALL SPRINKLER I-®  FIRE PUMP WITH DRIVES

CORE

D WING el

‘ FP&C
J|CONSULTANTS, INC.

1520 MAIN STREET
INDIANAPOLIS, IN 46224
(317)486-5188

itttk FP&C PROJECT # 1761.19

%

Building 1
Eighth & Ninth Floor

L
.
KEYPLAN

BUILDING 1 EIGHTH FLOOR
ALL SECTIONS

FULLY SPRINKLERED
MIXED OCCUPANCY

1-D jr1

]

KEYPLAN

BUILDING I NINTH FLOOR
ALL SECTIONS

FULLY SPRINKLERED
INDUSTRIAL OCCUPANCY

SCALE: 1"=20"-0"

IC-20

Vo /0N Sht. 64 Of 64



